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ESPS-200 FLOATS OPERATION

L1INT|E|L2IN2|E|[1]2|2[3]|2|4|1|20/0|6
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E

STANDARD FLOATS OPERATION

PLEASE NOTE!

FOUR FLOAT SYSTEM CONNECT AS SHOWN

THREE FLOAT SYSTEM CONNECT AS FOLLOWS
STOP =1&2
DUTY=2&3
ASSIST / HIGH LEVEL = 2 & 4 WITH WIRE LINK FROM 4 - 20

TWO FLOAT SYSTEM CONNECT AS FOLLOWS
STOP /DUTY =1&2&LINK2&3
ASSIST / HIGH LEVEL = 2 & 4 WITH WIRE LINK FROM 4 - 20
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