Key

MCB1 1S1 colL N/O CONTACT
N ISOLATOR oA oA
A - T > -
— | L1
BE /{/ /(:/ @ N1 BUZZER N/C CONTACT
e & A
CCB1
MCB2 1S2 BEACON N/O TIMER
4A \v 16A 25A
o S — £ —
A { L2
Y LAMP N/C TIMER
14 | o —+ D N2
L I —// r—
CCB2 8
4A \“ 0
HEATER FLOAT
=]
1 »  SOFT START TIMER —
LOI\:,Y_(I5§¥EL FUSE LINK
7 — -2 LLR— LOW LEVEL RELAY
FAILED SIGNAL FROM
1 INVERTER 1 3
— — & FR1—% INVERTER 1 FAILED RELAY TGO TEAMINAL
FAILED SIGNAL FROM
INVERTER 2
1~ e 7 FR2—% INVERTER 2 FAILED RELAY INTERNAL TERMINAL
LLR
—1 2 A8 ®—0 FAULT LAMP
FR1
FR2
WHT ®— POWER ON LAMP
T | [ LOWWATERSIGNALTO I — RS485 LINKS |
l SLOW START CONTACTS TO INVERTERS P INVERTER 1 VOLT FREE SIGNAL | | |
| - FOR COMMON FAULT | ! [
[ 20 LLR 21 P |
: INVERTER 1 INVERTER 2 L G— a R |
T T1 | | |
| [
| e e ) e ) : | LOW WATER SIGNAL TO FR1 I 110 11 12 10 11 12 |
| | |
| ON POWER UP START UP CONTACTS WILL CLOSE IMMEDIATELY | | Z'Z',"VEL'E;ER 223 FR2 I RS485 LINK %) RS485 LINK |
I STAY CLOSED FOR SET TIME THEN OPEN I e Sy | L FBR% " FE{% " | [Drawing No Drawn by
L TIMER = STM-103 SETTO FUNCTION'B' N 1| INVERTER 1 INVERTER2 |
———————————————————————— ' | P090784 K.
Job N Checked b
L1|N1|E L2|N2|E 1|2 1|3 1|4 1o|11|12 1o|11|12 20|21|22|23|24|25 28|29 3o|31 ob o ecked by
| INVERTER1 |INVERTER2 | | LOW | 1 | 2 | |INVERTER1 |INVERTER2 | | VOLT FREE | |INVERT 1|INVERT 2| T.B.
: : : : EEBIE# I FaiLED siGNAL : : HS4'§F%U|\IKS : : CONNECTIONS : : START UP : Sheet No Date
, , v | FROM INVERTERS , INVERTERS b '+ CONNECTIONS . 1/1 15/09/09
Rev No [Description Date Rev No  |Description Date Rev No  [Description Date Rev No Description Date






